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PROVIDE AND INSTALL 1#6 G. IN 3/4" CONDUIT TO MAIN SWITCHBOARD GROUND BUS FOR PG&E O'MAHONY & MYER
REMOTE METERING. ELBCTRICAL and LIGHTING DESIGN
FOR PG&E REMOTE METERING. 4340 REDWOOD HWY, SUITE 45
@ FUEL LEAK PANEL - SEE 10/E7.2. “15) 4920420/FAX (415) 47199662
’ .
@ HOME RUN TO MCC. ‘
VERIFY EXACT LOCATIONS OF ALL CONDUIT STUB-UPS AT GENERATOR WITH SUPPLIER PRIOR TO
ROUGH-IN.
6 ) BATTERY CHARGER. CONNECT COMPLETE. VERIFY EXACT REQUIREMENTS WITH SUPPLIER PRIOR
TO ROUGH-IN.
| (7)) ENGINE JACKET HEATER. CONNECT COMPLETE. VERIFY EXACT REQUIREMENTS WITH SUPPLIER
PRIOR TO ROUGH-IN.
i _
| o RUPTURE BASIN ALARM WITH 5 #14 IN 3/4"C. TO FUEL LEAK PANEL. CONNECT COMPLETE. VERIFY
@ EXACT REQUIREMENTS WITH SUPPLIER PRIOR TO ROUGH-IN.
|
i 20 #14 IN 1"C. TO REMOTE ANNUNCIATOR IN OFFICE 105. CONNECT COMPLETE. VERIFY EXACT
| REQUIREMENTS WITH SUPPLIER PRIOR TO ROUGH-IN. -
L | N » | | @ PROVIDE AND INSTALL STEP DOWN TRANSFORMER FOR FIRE ALARM BRANCH CIRCUIT -  SEE 1/E5.1,
~~~~~ >3 R | CONNECT TO CIRCUIT EH-26. |
PROVIDE AND INSTALL A UPS FOR LIGHTING CONTROLS 120 VOLT CIRCUIT. THE UPS SHALL BE
LB-32 RATED AT 20AMP, 120V, WITH 10 MIN. BATTERY BACK UP, UPS SHALL BE APC TYPE OR EQUAL - SEE
1/E5.5.
. ‘ =
GENERATOR PAD - | { LL] LL]
SEE 8/E7.2 & 9/E7.2. - _ %} { ! I W <
= ) N
GROUND ROD, ———‘\ TELEPHONE ' | > 2 2
TYPICAL SEE 5/E7.1 —= < \, 110 BLOCKS ‘ - - , | < =
"} - SEE4/E5.3 TN /® , | MCC SCHEDULE: 2254, 480V, 94, oW, K A ____ Z L | <{ W
) ) UNIT | EQUIP. USE WP | PHASE/ BRANCH CIRCUIT COMB, STARTER CONTROL | FLA REMARKS - e
AIR INLET //, SEE 6/E7.2 . N SN N yousse [ —we T conoiir | Stanren T smeaR | rvee o d =
RADIATOR END 7 e f._ f J— DATA RACKS - _S_E_E_ : 3 (3 75 | 48073 | 13:& W s:leE Ri 15 McP 11 < 8 Z
™. 4/E5.3 3 P-2 7.5 m 3212, T2 S!ZERI 15 MCP 11 —
EMERGENCY ij) " '/”Z : 7 3 KT 13?12:. 7y TS 75 H I cU/J) ﬁ
GENERATOR SEE CABLE TV BACKBOARD 3 N e T 7 Z O =
70 1)) S— LA-2g AREA (2FT WIDE) : N B LN i L NE O 5
§r \‘\ . Pl i ' 7 AHU-3 5 46073 }}::E e s%s':o 18 MG 76 D — (\8 O
N ;s o 1
RS =2 o mﬁismmuno | : il Ml 00 Il - M ; =2 >
N1 , . RD 'DBH', : TN e ( 3 SPACE %073 O :
RSO A BOBRD ‘DBH, ; » CITY FIBER OPTIC SCADA . - - Ll
e Dy ] [ 17E5.1 “TELEPHONE SYSTEM CONDUIT - SEE | E
k™ N A ™y i BACKBOARD YEL L od T : e - U)
i [N AN e 3 o ____AREA (4FT ' 12 SPACGE )
| == /O/\ e — ,’d} Wbe) — ‘ [E) SPAGE w873 ‘
e 7 H PR — S—
i ?< - i,// \\i :;““’/ ;“gg ) g } 14 SPACE 48673
|- — R % / \ o
7 LN e CATV SERVICE CONDUITS VAN —
(12> L 4 © FROM SITE - SEE 1/E1.1 /" .
= : /
L __l\._., — - d== 73,. (B-13 T 4
\ AN /' aGF1 |
. e -
VERTICAL SCOOP AND L
AIR DISCHARGE END - :
;
MCC - SEE 8/E7.1 & 1/E5.1 ‘
' | REF. NORTH | : | | REF, NORTH
PARTIAL PLAN - MECHANICAL YARD - ELECTRICAL /\ TELE/DATA ROOM 115 | /7\
SCALE:  1/8'=1-0" \E4 .1 SCALE: /4" =1-0" ‘ , \E¢.1/
FILE: ..plan (1-11-05) + FS-PLAN (1-11-05) + servyardlayout (1-11-05) , FILE: ...plan (04-13-05) ' : , _
B DATE: - APRIL 18, 2005
REVISIONS:
TRANSFORMER 'T1', SEE 3/E7.2
‘L' BRACKETS 2"x2"x3/16",
TYPICAL, BOLT TO 4"x6"
)ﬂ BLOCKING IN WALL W/1/2"@x
. " . . 4"LLONG LAG BOLTS. BOLT
DISTRIBUTION BOARD 0P-1!, I s TO MCC WITH 3/8°0
SEE 8/E7.1 / { o I - MACHINE BOLTS W/LOCK
: WASHERS & NUTS.
Ll i —
PANEL ‘LA’ 7 ' 1L |
AN / ’ MOTOR CONTROL CENTER ®Ie|e|® ® ~ , CONSTRUCTION
\ TA' MCC, IN NEMA 3R SET
e N PANEL A ‘ ENCLOSURE BOLT SECTIONS
TOGETHER WITH
N\ ) A Tvo Yooty
| WALLMOUNTED 76" , > TOP AND BOTTOM
Fo—m— A TO BOTIOM OF FIXTORE, MAIN SWITCHBOARD 'MSB', SEE ©) ® ®
| 7T TYP. INTHIS A ATS #2, SEE 1/E5:1 ____1/F5.1 & 11/E7.2. INSTALL ON
I —BRrLs 6‘4’?1‘:*71 | A & 8/E7.1 HOUSEKEEPING PAD, SEE 8/E7.1.
RSO A | ®|®|®
== iy Y, N —
s N 2 HO b EMERGENCY LIGHTING TRANSFER b < Z
ir== A =T / SWITCH - SEE 3/E5.5 1] %m ATS #1, SEE 1/E5.1 ' PART | AL PLANS _
I 7 N i / » PANEL 'EH' NOTES: L—— HOUSEKEEPING : |
- — ity S % TD1 - 1. SEE MOTOR CONTROL CENTER SCHEDULE FOR UNIT DATA. PAD, SEE 8/E7.1 P O W E R
k7 Sl | /, T CONTROL © T TLIGHTING CONTROL PANEL LCPL 3. PAD SHALL NOT EXTEND MORE THAN 2+ BEYOND FACE OF MCC o ’
L =l NN DISTRIBUTION BOARD 'DBH!, D 4 PANEL 'LCP3' LIGHTING CONTROL PANEL 'LCP2' L ' - SIGNAL AND
[ —= = - MCC- ELEVATION 5
‘ {5‘——— 2 i SEE 8/E7.1 i TN o SCALET NONE @
sy WS p—— = “ 2 FIRE ALARM = NoNE LIGHTING
v AN T \ ! m—1 b D2 PANEL
N N k e 3
e e -~ e
Ve 3 MASTER g
|}
. S CLOCK, TA-44
CALL SYSTEM
CABT., TA-46
© SECURITY
| - | REF. NORTH | //3 H PANEL 3 I | <
PARTIAL PLAN - MECHANICAL YARD - LIGHTING — /\ | 3 |
' SCALE:  1/8"=1'-0" ' E4.1 ' | | ,
FILE: ...plan (04-13-05) : : | NOTE: CONTRACTOR TO SUBMIT SHOP
DRAWING OF ELECTRICAL ROOM FOR
APPROVAL PRIOR TO ROUGH-IN.
3 REF. NORTH -
ELECTRICAL ROOM 107 /T . - NOTE: SEE MECHANICAL DRAWINGS .
: 4" = 10" 4, : :
?ICL?ELE .1.{plan (104-13-05) : \EEL . FOR ADDITIONAL DIVISION DRAWN BY: LN/TV SHEET
| | 16 SCOPE OF WORK
3 | | | CHECKED BY: PJC E4.1
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2. FURNISH AND INSTALL THE FOLLOWING: -

3. PROVIDE AND INSTALL CONDUIT AND WIRING AND INSTALL ELECTRICAL COMPONENTS AND
INTERWIRE BETWEEN THE KITCHEN EXHAUST HOOD/VENTILATORS TO FIRE CONTROL SYSTEM
AND SHUT-OFF'S.

A. ALL JUNCTION-BOXES, ELECTRICAL OUTLETS, COVER PLATES, SWITCHES, ETC., NOT BUILT
INTO FIXTURES OR EQUIPMENT. ALL OUTLETS, JUNCTION-BOXES, COVER PLATES, ETC. IN

DISHROOMS OR AS INDICATED ON SCHEDULES MUST BE VAPOR PROOF.

B. ALL CORDS AND PLUGS SHALL BE N.E.M.A. RATED AND U.L. APPROVED. COORDINATE

RECEPTACLE TYPE WITH EQUIPMENT MANUFACTURER.

C. SHUNT-TRIP CIRCUIT BREAKERS OF DISCONNECTS FOR FIRE CONTROL SYSTEM SHUT-OFF
OF FOOD SERVICE EQUIPMENT BELOW HOODS/VENTILATORS AND REQUIRED BY N.F.P.A. -

96 AND LOCAL CODES.
D. DISCONNECTS OR OTHER DEVICES AS REQUIRED BY CODES.

NUMBERED SHEET NOTES

@ FOR GAS IGNITER. VERIFY EXACT LOCATION PRIOR TO ROUGH-IN.

@ WALK-IN COOLER/FREEZER. CONNECT COMPLETE. VERIFY EXACT REQUIREMENT S
WITH EQUIPMENT VENDOR.

@ PROVIDE AND INSTALL S#12AWG IN 1/2" CONDUIT FROM REMOTE REFRIGERATION
SYSTEM TO FREEZER BLOWER COIL FOR POWER/DEFROST CYCLE COMPLETE. VERIFY
EXACT REQUIREMENTS WITH EQUIPMENT VENDOR.

KITCHEN - GENERAL SHEET NOTES

1. REFER TO FOOD SERVICE PLANS FOR ADDITIONAL INFORMATION. COORDINATE ALL ELECTRICAL
REQUIREMENTS WITH FOOD SERVICE EQUIPMENT SUPPLIER.

CONNECTED LOAD CONN TYPE CALIFORNIA
TEM | QTY DESCRIPTION 12071 [120/208/1[120/208/3] 208/1 | 208/3 | 48073 | Wi %Ns) %/FAX @15 A
1 1 |FIRE PROTECTION SYSTEM | 5 AMP v | A
2 | 7 |SHELVING
3 | 2 |UTLTY CART
4 | 1 |REFRIGERATOR 3.5 AMP 88"
5 | 1 |FLOOR TROUGH/GRATE
6 | 1 |7ILT SKILLET W/STAND 20.5 AMP 2
7 | 1 |RANGE/OVEN
8 | 1 |RANGE/OVEN
9 | 1 |2-DECK CONVECTION OVEN| 18 AMP 48"
10 NOT USED
11 | 1 |S/S WALL FLASHING
12 | 1 |EXHAUST HOOD 8 AMP 48"
13 | 1 |WALK—IN COOLER/FREEZER | 17 AMP FA
14 | 2 |PAN RACK CART
15 | 8 |SHELVING
16 | 2 |HAND SINK/S&T DISPENSER
17 | 4 |TRASH CONTAINER
18 | 1 JUTENSIL RACK
19 NOT USED
20 | NOT USED
21 | 3 |INGREDIENT BIN
22 | 1 |WORK JABLE 5 AP STUB *
23 | 1 |PREP TABLE WITH SINKS . | 5 AMP 48" .
24 | 1 |WALL SHELF
25 | 1 |30 QUART MIXER 102 AMP STUB ) ; m
26 | 2 |FILL FAUCET <
27 | 1 |ICE MACHINE/BIN | 11.3 AMP 84" ®
28 | 2 |MOBILE SHELVING | LLI Lu <
29 NOT USED I r— I—- W G
30 | 1 |FOOD PROCESSOR 7 AWP SB[ ® > . >
31 | 2 |EQUIPMENT CART Z <{ §
32 | 1 |AUTOMATIC SLICER 7 AMP STUB ®
33 | 1 |U/C REFRIGERATOR 4.6 AMP 24" ® Z Lu fi L
34 | 1 |WALL SHELF S— ( ) T
35 | 1 IWORK COUNTER 5 AMP 48" * < 8 =
36 | 1 |HEATED DRAWERS 7.5 AMP % * —=
37 | 2 |SOUP WELL _ 69 AP | ~ ~ " . | |-— m %, f_
38 | .1 |HOT FOOD WELLS A | 13 AMP STUB » L =
39 | 1 |HEAT LAMP 9.2 AP \ STUB * Z o o5
40 NOT USED D — O O
41 NOT_USED - Z N>
42 | 2 |DISH CART . o '
43 | 1 |CHEF'S TABLE WITH SINK | 5 AP “{STuB » | | | |
44 | 1 |DOUBLE OVERSHELF | E |
45 | 1 |MOBILE HOT CABINET 16.9 AMP’ STUB * ‘ (D
46 | 1 |TEA BREWER 17 AMP 48" *
47 | 1 |COUNTER 5 AMP | 48’ *
48 | 1 |COFFEE BREWER , | 29 AMP 18" *
49 NOT USED '
50 NOT USED
51 | 1 |SOILED DISHTABLE
752 | 1 |GLASS RACK SHELF
53 | 1 |DISPOSER/PRE—RINSE 6 ANP u*
54 | 1 |CONDENSATE HOOD | | |
55 | 1 |DISHMACHINE/BOOSTER | | ~ |51.8 AMP 24"
56 | 1 |CLEAN DISHTABLE
57 | 1 |WALL SHELF
58 | 1 |UTENSIL RACK/SHELF
59 | 1 |POT SINK
60 | 2 |GLASS RACK CART
61 NOT USED
62 NOT USED
63 NOT USED
64 NOT USED
65 | 1 |REFRIGERATION SYSTEM ' 21 ANP 36"
ABBREVIATIONS: B |
CONN  CONNECTION TYPE BY DMISION 16 FA FROM ABOVE
C&P __ CORD AND PLUG ‘ HT  HEIGHT DATE: APRIL 18, 2005
RECP  RECEPTACLE ' T ‘
HW HARDWIRE
SCHEDULE / DRAWING NOTES: REVISIONS:
SEE_SHEET FS1.5 FOR NOTES, SYMBOLS AND DETALS
CONNECTED LOAD = EACH CONNECTION AS SHOWN ON DRAWING
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2. FURNISH AND INSTALL THE FOLLOWING: -

3. PROVIDE AND INSTALL CONDUIT AND WIRING AND INSTALL ELECTRICAL COMPONENTS AND
INTERWIRE BETWEEN THE KITCHEN EXHAUST HOOD/VENTILATORS TO FIRE CONTROL SYSTEM
AND SHUT-OFF'S.

A. ALL JUNCTION-BOXES, ELECTRICAL OUTLETS, COVER PLATES, SWITCHES, ETC., NOT BUILT
INTO FIXTURES OR EQUIPMENT. ALL OUTLETS, JUNCTION-BOXES, COVER PLATES, ETC. IN

DISHROOMS OR AS INDICATED ON SCHEDULES MUST BE VAPOR PROOF.

B. ALL CORDS AND PLUGS SHALL BE N.E.M.A. RATED AND U.L. APPROVED. COORDINATE

RECEPTACLE TYPE WITH EQUIPMENT MANUFACTURER.

C. SHUNT-TRIP CIRCUIT BREAKERS OF DISCONNECTS FOR FIRE CONTROL SYSTEM SHUT-OFF
OF FOOD SERVICE EQUIPMENT BELOW HOODS/VENTILATORS AND REQUIRED BY N.F.P.A. -

96 AND LOCAL CODES.
D. DISCONNECTS OR OTHER DEVICES AS REQUIRED BY CODES.

NUMBERED SHEET NOTES

@ FOR GAS IGNITER. VERIFY EXACT LOCATION PRIOR TO ROUGH-IN.

@ WALK-IN COOLER/FREEZER. CONNECT COMPLETE. VERIFY EXACT REQUIREMENT S
WITH EQUIPMENT VENDOR.

@ PROVIDE AND INSTALL S#12AWG IN 1/2" CONDUIT FROM REMOTE REFRIGERATION
SYSTEM TO FREEZER BLOWER COIL FOR POWER/DEFROST CYCLE COMPLETE. VERIFY
EXACT REQUIREMENTS WITH EQUIPMENT VENDOR.

KITCHEN - GENERAL SHEET NOTES

1. REFER TO FOOD SERVICE PLANS FOR ADDITIONAL INFORMATION. COORDINATE ALL ELECTRICAL
REQUIREMENTS WITH FOOD SERVICE EQUIPMENT SUPPLIER.

CONNECTED LOAD CONN TYPE CALIFORNIA
TEM | QTY DESCRIPTION 12071 [120/208/1[120/208/3] 208/1 | 208/3 | 48073 | Wi %Ns) %/FAX @15 A
1 1 |FIRE PROTECTION SYSTEM | 5 AMP v | A
2 | 7 |SHELVING
3 | 2 |UTLTY CART
4 | 1 |REFRIGERATOR 3.5 AMP 88"
5 | 1 |FLOOR TROUGH/GRATE
6 | 1 |7ILT SKILLET W/STAND 20.5 AMP 2
7 | 1 |RANGE/OVEN
8 | 1 |RANGE/OVEN
9 | 1 |2-DECK CONVECTION OVEN| 18 AMP 48"
10 NOT USED
11 | 1 |S/S WALL FLASHING
12 | 1 |EXHAUST HOOD 8 AMP 48"
13 | 1 |WALK—IN COOLER/FREEZER | 17 AMP FA
14 | 2 |PAN RACK CART
15 | 8 |SHELVING
16 | 2 |HAND SINK/S&T DISPENSER
17 | 4 |TRASH CONTAINER
18 | 1 JUTENSIL RACK
19 NOT USED
20 | NOT USED
21 | 3 |INGREDIENT BIN
22 | 1 |WORK JABLE 5 AP STUB *
23 | 1 |PREP TABLE WITH SINKS . | 5 AMP 48" .
24 | 1 |WALL SHELF
25 | 1 |30 QUART MIXER 102 AMP STUB ) ; m
26 | 2 |FILL FAUCET <
27 | 1 |ICE MACHINE/BIN | 11.3 AMP 84" ®
28 | 2 |MOBILE SHELVING | LLI Lu <
29 NOT USED I r— I—- W G
30 | 1 |FOOD PROCESSOR 7 AWP SB[ ® > . >
31 | 2 |EQUIPMENT CART Z <{ §
32 | 1 |AUTOMATIC SLICER 7 AMP STUB ®
33 | 1 |U/C REFRIGERATOR 4.6 AMP 24" ® Z Lu fi L
34 | 1 |WALL SHELF S— ( ) T
35 | 1 IWORK COUNTER 5 AMP 48" * < 8 =
36 | 1 |HEATED DRAWERS 7.5 AMP % * —=
37 | 2 |SOUP WELL _ 69 AP | ~ ~ " . | |-— m %, f_
38 | .1 |HOT FOOD WELLS A | 13 AMP STUB » L =
39 | 1 |HEAT LAMP 9.2 AP \ STUB * Z o o5
40 NOT USED D — O O
41 NOT_USED - Z N>
42 | 2 |DISH CART . o '
43 | 1 |CHEF'S TABLE WITH SINK | 5 AP “{STuB » | | | |
44 | 1 |DOUBLE OVERSHELF | E |
45 | 1 |MOBILE HOT CABINET 16.9 AMP’ STUB * ‘ (D
46 | 1 |TEA BREWER 17 AMP 48" *
47 | 1 |COUNTER 5 AMP | 48’ *
48 | 1 |COFFEE BREWER , | 29 AMP 18" *
49 NOT USED '
50 NOT USED
51 | 1 |SOILED DISHTABLE
752 | 1 |GLASS RACK SHELF
53 | 1 |DISPOSER/PRE—RINSE 6 ANP u*
54 | 1 |CONDENSATE HOOD | | |
55 | 1 |DISHMACHINE/BOOSTER | | ~ |51.8 AMP 24"
56 | 1 |CLEAN DISHTABLE
57 | 1 |WALL SHELF
58 | 1 |UTENSIL RACK/SHELF
59 | 1 |POT SINK
60 | 2 |GLASS RACK CART
61 NOT USED
62 NOT USED
63 NOT USED
64 NOT USED
65 | 1 |REFRIGERATION SYSTEM ' 21 ANP 36"
ABBREVIATIONS: B |
CONN  CONNECTION TYPE BY DMISION 16 FA FROM ABOVE
C&P __ CORD AND PLUG ‘ HT  HEIGHT DATE: APRIL 18, 2005
RECP  RECEPTACLE ' T ‘
HW HARDWIRE
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SEE_SHEET FS1.5 FOR NOTES, SYMBOLS AND DETALS
CONNECTED LOAD = EACH CONNECTION AS SHOWN ON DRAWING
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